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ABSTRACT 
Croatian energy system is currently highly import-dependent and integration of a high share of 
renewable energy sources needs to be considered. This paper studies eight scenarios; three 
proposed by the Croatian Energy Strategy, one proposed by the Indicative medium-term 
development plan of Croatia’s Transmission System Operator, and four alternative scenarios 
that propose extensive construction of hydro, wind and solar power plants in Croatia. 
Calculations have been conducted in the EnergyPLAN model based on modelled long term 
energy demand projections in the NeD model, with 2009 as the base year and a scope ranging 
until the year 2030. Each of the eight proposed scenarios is observed trough different 
hydrological conditions while analysing import dependency, economic costs and CO2 
emissions. After the initial calculations, additional analysis of intensive wind power penetration 
has been conducted. The Results show that energy systems with a larger share of conventional 
and nonflexible power plants have more difficulty adjusting to wind power plants production. 
In case of a high share penetration of wind in a system based upon such power plants, the 
feasibility of investing in new large combustion plants that will spend most of the time working 
on minimum capacity is brought into question. 
 
Keywords: EnergyPLAN model; NeD model; Large combustion plants; Intermittent renewable 
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1 INTRODUCTION 
Growing dependency on energy imports, obligation to decrease CO2 emissions, high and 
unstable energy prices, and increasing age of production facilities are some of the problems 
European energy systems need to face. In 2010, primary energy import dependency of EU-27 
countries amounted to 52.7%, an increase of 22% since 1995, with predictions of reaching 70% 
in the next 20-30 years [1]. To decrease import dependency, as well as reduce CO2 emissions, 
European Union is planning increased implementation of renewable energy sources (RES), 
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setting the goals of producing 20% of gross energy consumption from RES till 2020 [2] and 
95% reduction of CO2 emissions from the energy sector until 2050 [3].  
 
In order to increase RES implementation and reduce CO2 emissions, several different 
approaches have been studied by various papers. In article [4] several scenarios in order to 
reduce CO2 emissions in the UK by 60% till 2050 were considered. While some papers 
approach the problem in this way, considering the entire country [5], a number of them focus 
on small regions such as islands [6] and [7] and cities [8] and [9], as well as on particular sectors, 
such as energy [10], transport [11], residential [12] and industry, i.e. textile industry [13], steel 
industry [14] and cement industry [15]. Furthermore, some papers are going even further, 
exploring scenarios in order to achieve 100% RES system. Such papers have been published 
studying cases of Denmark [16], Croatia [17], Portugal [18], Ireland [19] and Macedonia [20]. 
From all mentioned, we can conclude that a scenario approach is essential for successful 
planning of an energy system, as well as planning of long-term energy demand that has to be 
met by the system, explained in [21] and [22]. In that context, the implementation of RES has 
become an imperative after the RE-thinking 2050 [3]. 
 
RE-thinking 2050 also calls for phase-out of fossil fuels, and while some of the EU members, 
like Denmark, have already implemented this goal into their energy strategies by aiming 
towards a 100% RES system [23], some of the member countries haven’t yet updated their 
energy strategies till 2050. However these energy strategies, such as German [24], Ireland [25], 
UK [26] and Portugal [27] still give a great emphasis on RES implementation. Significant 
implementation of RES has already begun - in 2008 more plants using renewable than 
conventional energy sources have been built, capacity-wise. Out of 23.8 GW of new power 
plant capacities, renewable energy sources accounted for 57%. Among the RES technologies 
used, wind power plants are leading by far. They have accounted for 39% of total installed 
power plants in 2009, followed by natural gas at 25% and solar power plants with 17% of total 
installed capacities [3]. Due to rapid growth and intermittent nature of wind and solar energy 
forecasting reliability of these systems will become prime concern [28]. Furthermore, the 
unstable characteristics of renewable energy sources leads to increase use in storage 
technologies such as pump hydro storage [17], compressed air energy storage (CAES) [29], 
electric vehicles [30] and batteries [31] for balancing electricity demand and supply. 
 
In the case of Croatia, the Energy Strategy [32] acknowledges the need of RES implementation, 
with some projects already being realized [33], but there still remains much to be done in order 
to achieve goals set for the year 2020. Furthermore, the Croatian Energy Strategy predicts 
phase-out of all present thermal power plants which use coal and heavy fuel oil until 2030. In 
the case of hydro power plants, special attention must be given to hydrology since 51% of 
Croatia’s energy production in 2009 came from large hydro power plants [34], with the yearly 
production in the last decade ranging from 39.4% in 2007 to 62.7% in 2010 of total energy 
production [35]. 
 
The purpose of this paper is to present a possible solution for development of future energy 
model for Croatia, taking into account future energy consumption, and to analyze implications 
of integrating a high share of intermittent renewable energy sources into future energy 
scenarios. First, a reference model for the year 2009 was created and future energy demand of 
Croatia in the years 2020 and 2030 has been calculated with NeD model. After creating the 
reference model, the models of eight future scenarios in the years 2020 and 2030 were 
developed and observed through different hydrological conditions while analyzing electricity 
import, environmental and economic aspects. Three of those scenarios were proposed by the 
Croatian Energy Strategy [32], one was proposed by the Indicative medium-term development 
plan of Croatia’s Transmission System Operator (TSO) [36], and four were alternative 
scenarios that propose extensive construction of hydro, wind and solar power plants in Croatia. 
Finally, the impact of increased wind power production on critical excess electricity production, 
electricity import and load duration curves for condensing power plants in scenarios featuring 
extensive conventional power plants implementation were analysed, thus highlighting 
advantages and disadvantages of proposed scenarios. 
2 METHODOLOGY 
2.1 EnergyPLAN model 
In order to analyze and compare proposed scenarios, freeware EnergyPLAN model [37] has 
been selected. One of its advantages is its emphasis on renewable energy sources and their 
integration into existing systems. For example, the Chinese energy system was reconstructed in 
EnergyPLAN in paper [38]; a study of large-scale integration of wind power, phase-out of 
nuclear energy while increasing the share of RES in the case of Romania was analyzed in [39]; 
reduction of GHG emissions in the US using photovoltaic (PV) was studied in [40]; 
implementation of combined heat and power (CHP) plants was studied in [41], etc. As shown 
in the aforementioned papers, the model uses input data and conducts annual analysis of an 
energy system based on hourly steps.  
 
Some of the input data used by the model are electricity and heat demands, installed capacities 
and technologies, fuel consumption divided by sectors, cost of fuel, investments and CO2 
emissions, operation and maintenance costs. Several regulation and optimization strategies, 
hourly curves describing various productions, import, export, market price changes, etc. are 
used, while allowing the user to set transfer capacities for the system allowing import and export 
of electricity. Results of the model analysis are electricity production, import and export along 
with their cost and gain respectively, emissions of CO2 along with their breakdowns by 
technologies, expressed as annual, monthly or hourly values.  
 
These results are greatly depending on the selected regulation strategy. Two main regulation 
strategies offered by the model are technical and market regulation. The first one focuses on 
satisfying the given heat demand or both heat and electricity demand. It balances production 
from RES, hydro power plants, CHP, condensing, nuclear and other power plants in order to 
achieve given heat and electricity demand, while at the same time seeking to avoid or minimize 
critical excess electricity production (CEEP). CEEP is the amount of excess electricity 
produced that could not be used in the energy system or exported and it can lead to frequency 
changes and grid collapse. EnergyPLAN labels such energy as critical excess electricity 
production or CEEP. The market regulation option uses fuel prices, as well as market costs of 
electricity, in order to determine marginal production costs, and then determines optimum use 
of system components from an economic point of view. Detailed information about behaviour 
and technology preferences for both regulation options are explained in the model's manual 
[42]. 
2.2 Future energy demand 
 
Since the primary goal of an energy system is to satisfy the demand, long-term projections have 
to be made in order to properly design the future system.  
 
Long-term projections used in this paper were modelled using the “bottom up” methodology, 
starting from the end-consumer of energy. Analysis and projections were based upon sector 
system approach in order to achieve better predictions of future energy demand. For the 
purposes of calculating long term energy demand NeD model was used [43]. This kind of 
approach demands a significant amount of information and a specific approach to each sector 
in order to accurately describe the mechanisms and parameters affecting the consumption in the 
sector, thus providing more accurate results. Referent year is used to calibrate and test the long 
term energy demand forecast methodology. That way all input information are checked and 
unknown components are determined, e.g. specific consumptions, various coefficients, etc.  In 
order to use calculated data for system planning, it is necessary to convert the results from 
useful to final energy demand. This is achieved by combining data on various types of 
technologies and their efficiencies. 
 
Future energy demand projections of Croatian sectors, using specific input data, have been 
studied in several papers. For instance, in case of the housing sector, described in [22], floor 
surfaces were combined with climate data and building characteristics, calculating the need for 
heating and cooling and achieving final energy demand by applying various technologies and 
efficiencies. Similar approach can be applied to educational sector, adding parameters such as 
number of students, classes and school year lengths, etc., as described in [44]. The tourist-
catering trade sector, as analyzed in [21], studied the influence of total accommodation, length 
of the tourist season, number of tourists and other specific data before using the same technique 
to calculate final energy demand. When calculating the transport sector, total number of 
vehicles, their fuel mix, fuel consumptions, vehicle life span and other factors were taken into 
consideration when calculating final demand, as described in [45]. The most complex approach 
was used when studying the industry sector, with sub-sector analysis based on the products' 
specific energy value, as well as their variations, as described in [46]. 
 
Sector specific approach provides more accurate data from each sector, providing more accurate 
results after combining them. Combining of calculated specific sector data into a national case 
scenario has been described in [47]. The results of the aforementioned sectors will provide 
future energy demands, described trough various scenarios, which shall provide the data 
necessary to design the national energy system. 
3 SCENARIO APPROACH: THE CROATIAN ENERGY SYSTEM 
3.1 Referent energy system 
In order to compare the scenarios, a base year has been set as 2009 and modelled in 
EnergyPLAN. Information regarding electrical and heat demands has been acquired from [34], 
while hourly curves describing various loads have been constructed using data from [35]. Input 
data regarding technology mix and their efficiencies has been acquired from [34] and from 
Croatian national electricity company (HEP Group) [48]. Further information, regarding civil, 
industrial and transport sectors, has been acquired from [49]. After setting the aforementioned 
production parameters for the energy system, attention had to be given to import and export of 
electricity since imported electricity covered 41% of the total domestic supply in 2009 [35]. 
Total cross border capacity for import and export has been set to 3200 MW according to [50] 
while the production from the nuclear power plant in Krško, Slovenia, has been modelled as a 
constant import.  
 
The initial technical regulation balancing both heat and electricity demands has been 
subsequently replaced by market regulation because of the heavy fuel oil powered thermal 
power plants in Croatia which, despite their large capacity, have relatively small number of 
working hours per year [34] thus preventing the model from generating a valid representation 
of Croatia’s energy system using technical regulation. Use of the market regulation approach 
requires additional curves and electricity market prices, which have been modelled as described 
in [17], and gives the benefit of better electricity exchange modelling while solving the problem 
of unfeasible fuel oil powered plants.  
 
The described model has been compared with available data regarding electricity and heat 
production [34], CO2 emissions, shares of particular technologies in total production as well as 
electricity exchange [48] to determine if the proposed base scenario is a valid representation of 
the Croatian energy system in 2009. 
3.2 Energy scenarios  
After a valid representation of the Croatian energy system has been established, a total of eight 
scenarios describing different development paths for the system until the year 2030 have been 
studied. The Croatian Energy Strategy predicts that until 2030, most of Croatia’s thermal power 
plants (TPP) currently in operation will be phased-out [32], and replacements for them must be 
made. Furthermore, all of the hydro power plants currently in operation shall remain in the 
system, and all scheduled commissioning dates in [32] and [36] have been set back three years, 
approximated from the current state of realization [33] and [48], and all new power plants shall 
have a 5% lower specific fuel consumption accounting for the new equipment and technologies 
used. 
 
 First three of the total eight scenarios used in this paper have been designed according 
to the Croatian Energy Strategy [32]. They are named the Blue, the White and the Green 
scenario to correspond to the scenarios in the Croatian Energy Strategy. They can be 
summarized by the information provided in Table 1. 
 
Table 1 - Scenario data from the Croatian Energy Strategy [32]. 
BLUE SCENARIO (2 natural gas TPP, 2 coal TPP) 
- 2013: commissioning of a natural gas powered thermal power plant – 400 MW 
- 2015: commissioning of a coal powered thermal power plant – 600 MW 
- 2019: commissioning of a coal powered thermal power plant – 600 MW 
- 2020: commissioning of a natural gas powered thermal power plant – 400 MW 
GREEN SCENARIO (2 natural gas TPP, 1 nuclear power plant (NPP)) 
- 2013: commissioning of a natural gas powered thermal power plant – 400 MW 
- 2015: commissioning of a natural gas powered thermal power plant – 400 MW 
- 2020: commissioning of a nuclear power plant – 1000 MW 
WHITE SCENARIO (1 natural gas TPP, 1 coal TPP,  1 NPP) 
- 2013: commissioning of a natural gas powered thermal power plant – 400 MW 
- 2015: commissioning of a coal powered thermal power plant – 600 MW 
- 2020: commissioning of a nuclear power plant – 1000 MW 
 
Next three scenarios are developed according to data from the Croatian Energy Strategy [32], 
Registry of renewable energy sources [33] and from [51]. 
 
 Scenario number four, “Wind” scenario, assumes installation of 1.2 GW of wind power 
plants until 2020, with further 800 MW installed by 2030.  
 
 Scenario number five, “Hydro” scenario, proposes extensive building of hydro power 
plants, according to [51], in the total amount of 386 MW, through a period described in 
Table 2, and all projects from registry of RES in Croatia [33], latter being divided 29 
MW by the year 2020 and further 100 MW by the year 2030. 
 
Table 2 – Commissions of hydro power plants in Croatia [51]. 
Hydro power 
plant 
Installed capacity 
(MW) 
Predicted annual 
production (GWh) 
Commission 
timeframes 
1 2 3 
Novo Virje 140 650 2030. 2012. 2012. 
Podsused 44 215  2006. 2006. 
Drenje 39 185  2009. 2009. 
Lešće 40 94  2003. 2003. 
Ombla 63 172 2020. 2018. 2018. 
Krčić 7,6 37  2021.  
Kosinj  52 265  2015. 2015. 
 
 Scenario number six, “RES” scenario, provides a mix of various renewable energy 
sources to be implemented into the system, adding 1.2 GW of wind, 400 MW of hydro 
power plants, and 45 MW of PV by the year 2020, and further 800 MW of wind, 40 
MW of hydro power plants, and 205 MW of PV by the year 2030 [33].  
 
 Scenario number seven, “Replacement” scenario, proposes substitution of 
decommissioned thermal power plants with power plants of equal capacity and using 
the same fuel, except in the case of heavy fuel oil, which shall be phased-out and 
substituted with natural gas powered thermal power plants. All of the plants will have 
lower fuel consumption, as stated earlier, and their commission dates will be 
corresponded with their decommission date. Decommission dates are given by the 
Croatian Energy Strategy, as described in Table 3. 
 
Table 3 - Decommission of thermal power plants in Croatia [32]. 
Power plant 
Nominal power 
(MW) 
Threshold capacity 
(MW) 
Year of 
decommission 
EL-TO Zagreb A 12.5 (9) 2011 
TE Sisak A 210 (198) 2013 
TE Plomin A 105 (93) 2015 
TE-TO Osijek A 25 (23,5) 2017 
TE-TO Osijek B 25 (23,5) 2017 
KTE Jertovec A 42.5 (37) 2018 
KTE Jertovec  B 42.5 (37) 2018 
TE-TO Zagreb  C 110  2019 
TE-TO Osijek  A 45 (42) 2019 
TE Sisak  B 210 (198) 2019 
EL-TO Zagreb  B 32 (26) 2019 
TE Rijeka 320 (303) 2020 
EL-TO Zagreb  A 25.6  2025 
EL-TO Zagreb B 25.6  2025 
TE-TO Zagreb K 210  2030 
 
 Last scenario proposed by this paper, “Slowed build” scenario, deals with the slow 
construction of new power plants, as described by the middle-term strategy of Croatian 
TSO [36]. In this scenario 230 MW of natural gas powered CHP plants and 300 MW of 
wind power plants until 2020 and further 300 MW of wind and 82 MW of hydro power 
plants until 2030 will be installed.  
 
3.3 Hydrological conditions 
 
Historical climate and hydrological data [35] have been used to create EnergyPLAN curves for 
cases of dry, wet and average hydrological conditions. Since the production from hydro power 
plants in the base year deviated from the average production in the last decade by only 0.05%, 
base year production of 6.337 TWh has been used to model the average curve. The wet curve 
has been modelled to achieve the maximum production of the last decade, 8.313 TWh, and the 
dry curve has been modelled according to the lowest production of 4.361 TWh. Due to the 
nature of EnergyPLAN model’s calculations, it is possible to add new power plants to the 
system and calculate new production from hydro power plants using the same curves as with 
the original system.  
3.4 Increased implementation of wind power plants 
 
In order to study the impact of wind power plants on the system, critical excess electricity 
production and electricity import have been analyzed. Electricity import has been selected as a 
studied parameter since it should provide information on how well the system copes with 
demand, i.e. how does increased wind penetration affect on electricity production. It is to be 
expected that increased capacities should lead to increased production, thus lowering import. 
At the same time, if the new capacities satisfy the demand, electricity excess could occur. 
Studying the impact of increased wind power on CEEP should describe how much wind 
capacities can be installed in the system without compromising it, and how will the system react 
to them. 
 
Electricity import and CEEP have been calculated using serial calculations. Serial calculation 
is an option offered by EnergyPLAN which enables the user to obtain values of a certain output 
parameter for the given scenario, such as CEEP and electricity import in this case, depending 
on a single varying input parameter, in this case - installed wind power plant capacity. Serial 
calculations have been conducted for all scenarios and sub-scenarios and the years 2020 and 
2030. 
 
Furthermore, load duration curves (LDC) for production from condensing power plants have 
been analyzed. A load duration curve, a diagram depicting number of annual hours spent 
working at a certain load, should describe how condensing power plants, using conventional 
technologies, shall react to wind power implementation, i.e. how will their annual work hours 
be affected by large quantities of intermittent energy sources. Analysis will be conducted only 
on the four scenarios that feature extensive implementation of conventional power plants – 
“Blue”, “White”, “Green” and “Replacement” scenario. Also, the calculations will focus on the 
normal hydrological conditions for the year 2020 and 2030 while not exceeding 50% of total 
energy demand covered from wind power. 
4 RESULTS 
Analysis in the EnergyPLAN model was conducted for closed and open energy system. In the 
case of open energy system transfer capacities previously set are used to exchange electricity 
and at the same time to reduce CEEP, while in the case of closed energy system exchange 
capacities with neighbouring countries are set to zero. Results on future energy demand, impact 
of high share wind penetration and influence of the hydrology in the year 2020 and 2030 have 
been calculated and presented in this section. 
4.1 Future energy demand 
Meeting the energy demand is the primary purpose of any energy system, and thus becomes 
one of the most important questions when analyzing scenario results. Future energy demand 
has been calculated as described in [21], [22] and [44] and then combined into a national energy 
demand projection, according to [43] and [47], whose results are shown in Figure 1. 
 
 
Figure 1 – Future energy demand after energy saving measures, in PJ. 
 
Several energy saving scenarios that would influence future energy demand of industry, 
transport, households and other sectors were proposed and described in [47]. After their 
application, final energy demand until the year 2030 has been calculated and it will be used as 
the energy demand for further calculations. Energy demand after energy saving measures, 
divided by sectors, is shown in Figure 2. 
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Figure 2 – Future energy demand after energy saving measures for various sectors, in PJ. 
 
Calculated results have been used to complete scenario data and calculate necessary wind power 
plant capacities for serial calculations. 
 
4.2 Scenario analysis 
After calculating the future energy demand, scenario and hydrology input data could be 
completed and fed into the EnergyPLAN model. Obtained results will be divided into three 
categories – electricity import, environmental and economic impact, 
4.2.1 Electricity import 
The amount of imported electricity will be an indicator of how successfully the system proposed 
by a scenario has met the demand, since the demand for electrical energy must be met, and all 
electricity that has not been produced in the country must be imported. Results for the first 
period, shown in Figure 3, indicate that systems featuring a larger share of conventional energy 
sources cover the demand for electricity more successfully. 
 Figure 3 – Calculated import of electricity in TWh/y for different scenarios and hydrological 
conditions in 2020. 
Starting at 42.36% of total electricity demand, or 7.82 TWh, imported in 2009, largest import 
has occurred in the case of “Hydro” scenario, with 66.05% of total energy demand covered by 
import in the case of a dry hydrological condition in the second period, following decommission 
of Krško nuclear power plant. At the same time, lowest import is achieved in “Replacement” 
scenario, at just 0.6% of the total energy production. This can be explained by the replacement 
of non working heavy fuel oil power plants with natural gas power plants, whose cheaper fuel 
enables greater usage under the market regulation model, as well as the fact that this result is 
achieved in the first time period, with Krško still in operation.  
 
In the period after 2020, shown in Figure 4, when the decommission of Krško nuclear power 
plant occurs, all scenarios experience an increase of import, except in the case of “White” and 
“Green” scenarios where the power plant is replaced with a nuclear power plant of even larger 
capacity and thus reduces the import dependency to 0.3% of electricity demand. While “RES” 
scenario shows a decrease in import dependency in the first period, after decommission of 
Krško, import dependency is doubled. With “RES” scenario being approximately in the same 
price range as “White” (4.57 billion euro, given the use of nuclear technology), this indicates 
the difficulty of RES implementation in systems that incorporate nuclear power phase-out or 
decommission, as seen in [39]. 
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Figure 4 – Calculated import of electricity in TWh/y for different scenarios and hydrological 
conditions in 2030. 
4.2.2 Environmental impact 
 
Environmental impact of each scenario will be observed through CO2 emissions. According to 
available information [34] and [49], emission of CO2 in the base year amounted to 19.487 Mt. 
 
Figure 5 – Calculated CO2 emissions for different scenarios and hydrological conditions in 
2020. 
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Figure 6 – Calculated CO2 emissions for different scenarios and hydrological conditions in 
2030. 
 
Results in Figure 5 and Figure 6 show a decrease in CO2 emissions in scenarios featuring a 
significant amount of RES implementation. In the case of scenarios with large fossil fuels plants, 
increases in CO2 emissions have occurred.  
 
In the first period and normal hydrological condition, largest growth of emissions is seen in the 
“Blue” scenario with 17.2% increase from the base year value in the second period. Other Green 
book scenarios show a growth tendency of 17.2% in case of ”White” scenario, and about 3.3% 
in the case of “Green” scenario. In the second period, both “Green” and “White” scenario 
experience a drop of CO2 emissions due to the commission of the planned nuclear power plant, 
while the “Blue” scenario continues to show growth and reaches the maximum emission value 
of all scenarios in case of dry hydrological condition – 53.1% increase from the base year 
emission value. Meanwhile, RES implementing scenarios show a decrease of emissions in both 
studied periods. All three of them achieve a similar decrease, which is the largest in the case of 
“RES” scenario, 14-16% in the first and 21.3-22.2% in the second studied time period. As 
expected, implementation of renewable energy sources greatly decreases CO2 emissions and 
the costs associated with them. 
4.2.3 Economic evaluation of scenarios 
In this section the results of analysis for annual operating costs in eight studied scenarios were 
presented. For this analysis, fuel price and CO2 content in the fuels from [20] and CO2 price of 
25 €/t [20] for the year 2020 and 45 €/t [3] in the year 2030, have been used. Investment costs, 
operating and maintaining costs (O&M) for large combustion plants, nuclear plants and RES 
technologies were obtained from Danish Energy authority [52], Croatian Ministry of Economy 
[34] and from [17] and [20]. The discount rate of 12% and the economic lifetime of 20 years 
for wind and solar and 30 years for large conventional plants were used to determinate the 
annual operating costs of analyzed scenarios [52] and [53]. Total annual operating costs for 
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eight scenarios and normal hydrology are presented on Figure 7 for the year 2020 and on Figure 
8 for the year 2030    
 
Figure 7 – Annual operating costs of the various scenarios in the year 2020, normal 
hydrology. 
 
Resultes on Figure 7 shows that highest annual investments costs of 394 M€ have “RES” 
scenario while highest fuel costs have “white” scenario. In the case of import of electricity, the 
highest import have “Hydro” scenario while lowest import is occured in “Replacment” 
scenario.  
 
Figure 8 – Annual operating costs of the various scenarios in the year 2030, normal 
hydrology. 
 
In the year 2030, the highest annual investment costs of 435 M€ have “Green” and “White” 
scenario due to construction of nuclear power plants. Furthermore, the highest import of 
electricity is occurred in the “Wind” and “RES” scenarios while the highest CO2 emissions cost 
of 830 M€ have scenarios with large combustion plants, such as “Blue”, “Green”, “White”, 
“Replacement” and “Slowed build”. 
4.3 Impact of wind power on energy system 
In the context of increasing RES implementation, it is important to study the impact of 
increasing wind capacities, as the leading RES technology today, on the planned system 
because of its intermittent nature. For that purpose, serial calculations varying the amount of 
installed wind capacities have been conducted while studying CEEP and electricity import for 
all scenarios and LDC of condensing power plants for scenarios features extensive 
implementation of conventional energy sources. In order to run serial calculations, amounts of 
installed wind capacities necessary to cover a certain percentage of electricity demand in the 
studied year had to be determined. Their capacities have been determined according to the 
desired percentage of electricity demand and the results are given in Table 4. 
Table 4 – Estimated wind power plant capacities needed to cover various percentages of total 
electricity demand in 2020 and 2030. 
2020 – 19.83 TWh 10% 20% 30% 40% 50% 60% 70% 80% 90% 100%
Demand (TWh) 1.98 3.96 5.95 7.93 9.92 11.90 13.88 15.87 17.85 19.83
Matching capacity 
(MW) 
832 1664 2496 3329 4161 4993 5826 6658 7490 8322 
2030 – 22.60 TWh 10% 20% 30% 40% 50% 60% 70% 80% 90% 100%
Demand (TWh) 2.26 4.52 6.78 9.04 11.30 13.56 15.82 18.08 20.34 22.60
Matching capacity 
(MW) 
948 1896 2844 3793 4741 5689 6638 7586 8534 9482 
 
4.3.1 Critical excess electricity production – CEEP 
Critical excess electricity production has been calculated for open as well as closed energy 
systems. In the case of closed energy systems, transport capacities between neighboring 
countries were set to zero, while in the case of open systems capacity of transmission lines were 
set to 3200 MW. The closed energy system represents the worst case scenario in terms of CEEP 
since it depicts a situation in which the neighboring systems experience saturation in the exact 
same times as the studied system, thus being unable to accept the excess energy. 
Dependence of CEEP on the percentage of total energy demand covered by wind power for all 
of the scenarios and normal hydrological condition in the year 2020 can be seen in Figure 9. 
 
 
Figure 9 – Calculated CEEP for all scenarios and normal hydrology in 2020. 
 
It can be seen that conventional scenarios experience significant amounts of CEEP with only 
10% of the demand covered with wind energy, while scenarios featuring a greater share of RES 
also experience CEEP, but in smaller amounts, that could probably be regulated by using 
exchange capacities. As expected, the amount of CEEP grows as more of the demand is covered 
by wind energy. Results presented in Table 5 for other hydrological conditions follow the same 
patterns shown in Figure 9, but with different absolute values. 
 
Table 5 - Calculated CEEP for different scenarios and hydrological conditions in 2020. 
2020 
CEEP in TWh/y at given percentage of demand covered by wind 
power 
Scenario 
Hydrolog
y 
10
% 
20
% 
30
% 
40
% 
50
% 
60
% 70% 80% 90% 
100
% 
Blue 
Dry 0.12 0.53 1.27 2.57 4.27 6.21 8.25
10.3
0 
12.3
7 14.44
Normal 0.39 1.02 2.04 3.40 5.10 7.06 9.15
11.2
7 
13.3
9 15.51
Wet 0.85 1.73 2.93 4.37 6.1 8.05
10.1
6
12.3
2 
14.4
9 16.65
Green 
Dry 0.12 0.47 1.13 2.33 4.03 5.91 7.88 9.87 
11.8
7 13.89
Normal 0.34 0.89 1.81 3.13 4.85 6.81 8.84
10.9
0 
12.9
5 15.02
Wet 0.75 1.52 2.66 4.10 5.83 7.79 9.86
11.9
7 
14.0
8 16.18
White 
Dry 0.12 0.53 1.27 2.57 4.27 6.21 8.25 10.3 
12.3
7 14.44
Normal 0.39 1.02 2.04 3.40 5.1 7.06 9.15
11.2
7 
13.3
9 15.51
Wet 0.85 1.73 2.93 4.37 6.1 8.05
10.1
6
12.3
2 
14.4
9 16.65
Wind 
Dry 0.03 0.19 0.66 1.52 2.65 4.03 5.54 7.15 8.82 10.54
Normal 0.11 0.36 0.95 1.99 3.35 4.87 6.49 8.19 9.94 11.75
Wet 0.26 0.65 1.45 2.69 4.2 5.84 7.57 9.37 
11.2
2 13.08
0
2
4
6
8
10
12
14
16
18
10% 20% 30% 40% 50% 60% 70% 80% 90% 100%
TW
h/
y
Blue
Green
White
Wind
RES
Hydro
Slowed build
Replacement
RES 
Dry 0.08 0.32 0.92 1.96 3.27 4.76 6.36 8.05 9.79 11.59
Normal 0.20 0.54 1.27 2.45 3.93 5.53 7.23 8.99 
10.8
2 12.67
Wet 0.39 0.91 1.85 3.18 4.72 6.42 8.21
10.0
4 
11.9
1 13.8
Hydro 
Dry 0.05 0.26 0.80 1.76 2.99 4.43 5.99 7.65 9.35 11.11
Normal 0.14 0.41 1.05 2.13 3.54 5.09 6.74 8.46 
10.2
3 12.06
Wet 0.27 0.68 1.47 2.70 4.2 5.84 7.56 9.36 11.2 13.06
Replacement 
Dry 0.59 1.18 2.04 3.27 4.89 6.79 8.88
11.0
4 
13.2
1 15.37
Normal 1.02 1.76 2.80 4.12 5.76 7.67 9.77
11.9
6 
14.1
9 16.4
Wet 0.94 1.64 2.62 3.86 5.38 7.15 9.13
11.2
5 
13.4
3 15.62
Slowed 
build 
Dry 0.05 0.26 0.77 1.80 3.16 4.68 6.32 8.04 9.81 11.63
Normal 0.17 0.50 1.19 2.39 3.9 5.57 7.33 9.16 
11.0
3 12.93
Wet 0.39 0.91 1.88 3.22 4.84 6.65 8.52
10.4
2 
12.3
5 14.28
 
In the second period, shown in Figure 10 the scenarios maintain the relations displayed before, 
with increased sensitivity in all scenarios due to the amount of new capacities installed 
according to scenarios. The aforementioned lower dependency of RES implementing scenarios 
is even more noticeable here, being the result of decommission of capacities according to Table 
3, which provides more space for wind power. The complete results for the second period, 
including dry and wet hydrological conditions are given in Table 6. 
 
 
Figure 10 – Calculated CEEP for all scenarios and normal hydrology in 2030. 
 
Results for different hydrological conditions mimic the results for normal hydrological 
conditions with slight changes in absolute values of CEEP, accounting for the changes in 
production from hydro power plants.   
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Table 6 - Calculated CEEP for different scenarios and hydrological conditions in 2030. 
2030  CEEP in TWh/y at given percentage of demand covered by wind power 
Scenario 
Hydrolog
y  10%  20% 30% 40% 50% 60% 70% 80%  90%  100%
Blue 
Dry 
0.0
4 
0.3
2
1.1
5
2.6
8
4.6
6 6.94 9.42
12.0
0 
14.5
8 
17.1
4
Normal 
0.0
3 
0.2
3
0.8
5
1.9
2
3.3
0 4.95 6.74 8.63 
10.5
9 
12.6
0
Wet 
0.3
9 
1.2
7
2.6
2
4.3
4
6.3
6 8.64
11.1
4
13.7
6 
16.4
4 
19.1
1
Green 
Dry 
0.4
0 
0.8
1
1.6
3
3.0
7
4.8
5 6.78 8.80
10.8
8 
13.0
0 
15.1
5
Normal 
0.7
3 
1.3
1
2.2
2
3.6
9
5.5
7 7.61 9.71
11.8
7 
14.0
5 
16.2
4
Wet 
1.1
7 
1.8
5
2.8
7
4.3
7
6.3
0 8.42
10.6
1
12.8
3 
15.0
7 
17.3
3
White 
Dry 
1.3
3 
2.1
0
3.1
3
4.7
5
6.8
1 9.06
11.3
6
13.6
8 
16.0
1 
18.3
5
Normal 
1.9
2 
2.7
6
3.8
7
5.5
0
7.5
7 9.88
12.2
5
14.6
4 
17.0
3 
19.4
2
Wet 
2.5
8 
3.5
1
4.7
5
6.4
2
8.4
8
10.8
1
13.2
3
15.6
8 
18.1
1 
20.5
5
Wind 
Dry 
0.0
0 
0.0
6
0.4
0
1.1
1
2.1
9 3.54 5.07 6.79  8.60 
10.5
0
Normal 
0.0
1 
0.1
3
0.6
1
1.5
2
2.7
6 4.24 5.94 7.76  9.65 
11.6
2
Wet 
0.0
3 
0.2
6
0.8
9
1.9
9 3.4 5.08 6.89 8.79 
10.7
6 
12.7
8
RES 
Dry 
0.0
0 
0.1
3
0.6
2
1.5
3
2.7
8 4.27 5.97 7.79  9.70 
11.6
8
Normal 
0.0
2 
0.2
3
0.8
6
1.9
4
3.3
3 5.00 6.80 8.69 
10.6
6 
12.6
7
Wet 
0.0
8 
0.4
1
1.1
9
2.4
3
4.0
2 5.79 7.67 9.64 
11.6
6 
13.7
2
Hydro 
Dry 
0.0
0 
0.1
3
0.6
1
1.5
0
2.7
3 4.20 5.89 7.71  9.60 
11.5
7
Normal 
0.0
3 
0.2
3
0.8
5
1.9
2
3.3
0 4.95 6.74 8.63 
10.5
9 
12.6
0
Wet 
0.0
8 
0.4
2
1.2
0
2.4
2
4.0
1 5.78 7.65 9.61 
11.6
3 
13.6
9
Replacemen
t 
Dry 
0.1
2 
0.4
5
1.1
9
2.5
5
4.4
9 6.74 9.16
11.6
0 
14.0
5 
16.4
9
Normal 
0.2
8 
0.8
1
1.8
1
3.3
1
5.2
8 7.58
10.0
4
12.5
5 
15.0
5 
17.5
4
Wet 
0.6
0 
1.3
8
2.5
7
4.2
3
6.2
4 8.52
11.0
0
13.5
5 
16.1
0 
18.6
3
Slowed build 
Dry 
0.0
1 
0.2
1
1.0
2
2.4
0
4.0
7 5.95 7.94 9.98 
12.0
6 
14.1
9
Normal 
0.0
6 
0.3
9
1.3
4
2.9
3
4.8
2 6.82 8.92
11.0
5 
13.2
2 
15.4
4
Wet 
0.1
7 
0.7
3
1.9
2
3.6
7
5.7
0 7.84
10.0
2
12.2
7 
14.5
3 
16.8
0
Calculations have also been made for open energy systems. The results of those calculations 
are somewhat similar to the ones presented earlier, but with a significant difference of 
experiencing CEEP no sooner than at 40% of demand covered by wind power in any of the 
scenarios, as can be seen in Figure 10 and Figure 11. 
  
 Figure 11 – Calculated CEEP in TWh/y for all scenarios and normal hydrological condition 
in 2020, open system. 
This large difference can lead to a conclusion that the proposed systems could easily accept 
over 10% of demand covered by wind power plants with available exchange capacities, 
especially if considered that in a real system a power plant could be operated even below the 
minimum capacity selected in the model for a small period of time rather than compromising 
the grid. 
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Figure 12 – Calculated CEEP in TWh/y for all scenarios and normal hydrological condition in 
2030, open system. 
 
4.3.2 Import of electricity 
 
Regarding the import of electricity, results opposite to those in the case of CEEP can be 
expected. With the increase of installed wind power capacities, the need for import of electricity, 
and with it import dependency, decreases, as can been seen in Figure 13 and Figure 14.  
 
 
Figure 13 – Calculated import in TWh/y for all scenarios and normal hydrological condition 
in 2020. 
 
 
Figure 14 – Calculated import in TWh/y for all scenarios and normal hydrological condition 
in 2030. 
When studying the results above, it is necessary to remember that CEEP has been described as 
a dangerous and unwanted situation in electricity systems. Since the results have been 
calculated for open systems, results shall be valued up to 40% of demand covered by wind 
power in order to avoid CEEP in accordance to results shown in Figure 11 and Figure 12.  
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Bearing that in mind, in the first period, electricity import can be significantly decreased by 
installing larger amounts of wind power plants. The decrease from import dependency of 42%, 
or 7.82 TWh in the base year varies from 24.5% dependency achieved in the “Wind” scenario 
to 0.1% import dependency in the “Replacement” scenario, which equals a total import of 5.61 
and 0.22 TWh/y, respectively. In the results for the second period the impact of nuclear phase-
out can be seen. In the case of “White” scenario and 10% of demand covered by wind power 
the import dependency is 3%, while scenarios with RES show a great increase in dependency 
compared to the first period, most notably in the “Wind” scenario with an increase to 53% 
which decreases with increased penetration. 
The results for other hydrological conditions exhibit some difference in absolute results due to 
different production from hydro power plants, but follow the same relations described above. 
Scenarios that implement RES start with greater import dependencies, especially after the 
phase-out of nuclear power, and therefore the effect of wind power penetration is more visible 
in those cases than in cases of conventional scenarios which cover most of the demand from 
planned capacities and achieve CEEP faster with additional wind power. Bearing in mind the 
behavior of those two groups of scenarios regarding CEEP, it can be concluded that while 
conventional power sources provide lower import dependency, their lower tolerance to wind 
penetration regarding CEEP suggest that systems using RES could be augmented by larger 
amounts of wind power plants, thus reducing import dependency while at the same time using 
the flexibility of RES to avoid CEEP. 
4.3.3 LDC of condensing power plants in conventional scenarios 
Scenarios which have large amount of conventional non-flexible power plants, such as “White”, 
“Blue”, “Green” and “Replacement”, show a decrease of working hours on nominal capacity 
with the increase of electricity share covered by wind power plants. 
Before analyzing the results in Figure 15 and Figure 16, some differences between these and 
traditional load duration curves should be explained. Since these curves study only a part of the 
system, namely condensing power plants, it is not possible to achieve one or few peak hours as 
is the case with classic LDC curves. Instead, as is logical to expect, the power plants shall 
operate on their nominal capacity for a larger number of hours per year. The curves in Figure 
15 and Figure 16 shall depict the number of hours spent at nominal capacity, minimum capacity 
defined by the model and the values in between. By studying the number of hours at nominal 
and minimum capacity, feasibility of conventional power plants faced with increased 
penetration of wind power can be analyzed.  
 
 
Figure 15 – Load duration curves of condensing power plants for “White” (a), “Replacement” 
(b), “Blue”(c) and “Green” (d) scenario in 2020, normal hydrological sub-scenario. 
In Figure 15, a set of LDC curves is shown for the “White” (a), “Replacement” (b), “Blue” (c) 
and “Green” (d) scenario in the year 2020, and year 2030 is presented in Figure 16. In each of 
the diagrams, the blue line represents the LDC of condensing power plants in the year 2020 or 
2030 according to the unaltered scenario, described earlier. Then lines representing 10, 20, 30, 
40 and 50% of the demand covered from wind power have been added. Results for penetration 
larger than 50% of the demand covered by wind haven’t been studied, since the amount of wind 
power plants required for that percentage is roughly the same as the 4,3 GW of wind power 
plant projects currently applied to Croatian Registry of RES projects (OIEKPP) [33].  
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Figure 16 – Load duration curves of condensing power plants for “White” (a), “Replacement” 
(b), “Blue”(c) and “Green” (d) scenario in 2030, normal hydrological sub-scenario. 
In both periods, it is clearly visible that the curves are moving to the left, i.e. that the number 
of working hours at lower capacities is increasing. When comparing scenarios, the largest 
growth of working hours at minimum capacities is present in “White” and “Blue” scenario 
(because of the identical installation) in the first period with an increase of 3.6 time compared 
to base scenario.  
At the same time, the mildest growth in the first period is present in the case of “Replacement” 
scenario, at 1.7 times more working hours at minimum capacity than in the case of base scenario. 
But, it also has to be noted that “Replacement” scenario has the largest absolute number of 
working hours compared to all the other scenarios and also note the extreme decrease of 
working hours at nominal capacity. This can be explained by the fact that the nominal system 
capacity remains the same trough replacement of the power plants and the old fuel oil power 
plants become operational when replaced with natural gas power plants which are acceptable 
to the market optimization model. This scenario can serve as an example what to expect from 
systems which are not flexible when faced with increased penetration of RES – in addition to 
increase of work hours on minimal capacity, a large decrease in work hours on nominal capacity 
is apparent, i.e. conventional power plants lose their share in demand covering.  
The same behavior is present in the second period, in case of the “White” scenario. This can be 
expected since the scenario implements both coal and nuclear power in the system, which 
represents the most nonflexible technologies.  
5 CONCLUSION 
Eight scenarios for development of the Croatian energy system through different hydrological 
conditions and a high share of wind penetration were studied in this paper. Analyses were 
conducted in the EnergyPLAN model for the years 2020 and 2030. Electricity demand was 
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obtained from the NeD model whose results show reduction in electricity consumption until 
2030 compared to the Croatian Energy Strategy where electricity consumption has constant 
growth. 
Results of the multi-scenario approach for Croatia, studied through technical, environmental 
and economic parameters, indicate that systems using conventional energy sources can achieve 
lower import dependence. However, to achieve lower CO2 emissions and to have decentralized 
energy production the share of renewable energy sources in the system would need to be greatly 
increased compared to present situation and with over 1200 MW of wind until 2020 the 
Croatian Energy Strategy is going in that direction.  
The impact of high share of renewable energy sources studied through CEEP and electricity 
import indicate that “Wind”, “RES” and “Hydro” scenarios with a high share of RES show 
greater potential for implementation of intermittent energy sources in the system while “White”, 
“Blue”, “Green” and “Replacement” scenarios with a larger share of conventional and 
nonflexible power plants have more difficulty adjusting to wind power plants production. At 
the same time, the increase in wind power implementation in “White”, “Blue”, “Green” and 
“Replacement” scenarios has a serious impact on conventional power plants operation time 
which can be seen on their LDC curves. In case of large-scale penetration of wind in “White”, 
“Blue”, “Green” and “Replacement” scenarios, the feasibility of investing in new power plants 
that would spend most of the time working on minimum capacity is brought into question.  
Considering results of analyses it can be seen that “Slowed build” scenario has good balance 
between import of electricity, CO2 emissions, investment costs and potential for 
implementation of intermittent energy sources in the system. Expanding “Slowed build” 
scenario with capacities considered in “RES” scenario and taking into account biomass 
potential of the country would lead to further decrease of import of electricity and CO2 
emissions and at the same time to increase of security of supply and share of renewable energy. 
Furthermore, this expanded “Slowed build” scenario can be considered as a first step toward 
100% renewable energy system of Croatia. 
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